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STANDARD PUSH PAD / PUSH BUTTON DRINKING FOUNTAIN

CONDITION: SOLUTION:

NO WATER FLOW:
1.1 Check water main supply — open.

1.2 Inspect stop (by others) — open & no debris.

1.3 Inspect in—line strainer for debris — clean.

@ 1.4 Replace valve cartridge.

WATER DRIPS / WILL NOT SHUT
OFF: 2.1 For push pad activated drinking fountains only:

back from push pad.
2.2 Replace valve cartridge.
6
b

REDUCED WATER FLOW:

installation instructions.

pressure.

3.3 Inspect stop (by others) — open & no debris.

3.4 Inspect in—line strainer for debris — clean.
3.5 |Inspect bubbler for debris — clean.
3.6 Inspect all tubing for twists or kinks.

3.7 Replace valve cartridge.
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Open fixture and move valve bracket assembly further

3.1 Adjust the valve flow rate. See appropriate fixture

3.2 Check water main supply for 20 psig minimum flow



